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Luminaire Schedule
Symbol Qty Label LLF Description Lum. Lumens

8 AF-550-4-57 0.950 All Field 550, NEMA 4, 5700K 66354
4 AF-550-3-57 0.950 All Field 550, NEMA 3, 5700K 66177
12 AF-550-2-57 0.950 All Field 550, NEMA 2, 5700K 64999

Disclaimers for Applications

Standard Exterior Layout

Note: Actual light levels may vary from those shown here due to multiple factors including: Changes to 
mounting heights or locations; architectural, structural or mechanical obstructions; variances in colors / 
reflectances used, improper aiming or movement of luminaires; line voltage variations or poor luminaire 
maintenance. 

This project is designed to achieve specified infield / outfield light levels, but it is suggested specifier 
also take note of the transition of light levels between the field and the surroundings; backstop fence, 

lighters, which will improve spill lighting impact to neighboring areas but may require additional lighting 
outside of the field depending on specific needs.

Glare from using existing conditions

Note: Details about this design due to the combination of utilizing existing fixture locations and 
specified illuminance levels are concerning.  To achieve the desired illuminance levels and uniformity, 
light fixtures are required to be aimed / tilted at upward angles that experience shows will likely create 

guidelines recommend bringing lighting racks to an elevation of at least 30 degrees above horizon 
(taken from the center-line of the field to the top of pole) to meet generally accepted standards of 
fixture placement and aiming angles.  This will greatly alleviate glare experienced by participants on the 
field and patrons in the stands. Purchase order for Ephesus products from this design is be considered 
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Luminaire Location Summary
LumNo Label X Y Z Orient Tilt X-Aimpt Y-Aimpt
1 AF-550-2-57 -99.75 98.424 30 287.245 73.251 -70.196 3.218
2 AF-550-3-57 -99.184 98.524 30 296.447 73.551 -53.931 7.55
3 AF-550-4-57 -99.184 98.524 30 318.268 65.993 -48.915 53.686
4 AF-550-2-57 0 98.424 30 283.456 73 22.834 2.99
5 AF-550-4-57 0.193 98.424 30 315.956 67.289 51.716 48.593
6 AF-550-3-57 0.379 98.474 30 247.274 73.553 -38.882 4.738
7 AF-550-4-57 0.379 98.474 30 225.231 64.415 -43.747 53.99
8 AF-550-2-57 0.379 98.474 30 297.406 73.802 47.916 6.79
9 AF-550-2-57 0.566 98.524 30 255.076 72.928 -24.593 4.13
10 AF-550-2-57 99.184 98.524 30 249.225 73.09 64.181 6.258
11 AF-550-2-57 99.557 98.424 30 265.647 72.399 92.379 4.13
12 AF-550-4-57 99.75 98.424 30 227.578 62.057 61.597 56.674
13 AF-550-4-57 99.75 -98.424 30 132.422 62.057 61.597 -56.674
14 AF-550-2-57 99.557 -98.424 30 94.353 72.399 92.379 -4.13
15 AF-550-2-57 99.184 -98.524 30 110.775 73.09 64.181 -6.258
16 AF-550-2-57 0.566 -98.524 30 104.924 72.928 -24.593 -4.13
17 AF-550-4-57 0.379 -98.474 30 134.769 64.415 -43.747 -53.99
18 AF-550-2-57 0.379 -98.474 30 62.594 73.802 47.916 -6.79
19 AF-550-3-57 0.379 -98.474 30 112.726 73.553 -38.882 -4.738
20 AF-550-4-57 0.193 -98.424 30 44.044 67.289 51.716 -48.593
21 AF-550-2-57 0 -98.424 30 76.544 73 22.834 -2.99
22 AF-550-3-57 -99.184 -98.524 30 63.553 73.551 -53.931 -7.55
23 AF-550-4-57 -99.184 -98.524 30 41.732 65.993 -48.915 -53.686
24 AF-550-2-57 -99.75 -98.424 30 72.755 73.251 -70.196 -3.218
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Luminaire Schedule
Symbol Qty Label LLF Description Lum. Lumens

8 AF-550-4-57 0.950 All Field 550, NEMA 4, 5700K 66354
4 AF-550-3-57 0.950 All Field 550, NEMA 3, 5700K 66177
12 AF-550-2-57 0.950 All Field 550, NEMA 2, 5700K 64999

PHONE:  315 579 2873
SYRACUSE, NEW YORK 13202
125 EAST JEFFERSON STREET

LI
GH

TI
NG

 D
ES

IG
N 

FO
R:

MH:
Reflectance:
LLF:
Calc Grid:
Notes:

WWW.EPHESUSLIGHTING.COM

5

Luminiare 
Summary 

3



44.1 38.8 35.8 36.4 40.4 47.6

48.9 42.5 34.9 33.7 41.9 52.4

53.6 42.7 32.1 31.4 40.1 56.3

Court 1

31.8 35.3 33.9 34.3 37.0 37.7

30.1 34.5 33.5 33.5 36.6 35.9

30.7 34.9 33.6 33.8 36.8 36.6

Court 2

53.3 39.7 31.9 31.6 38.1 54.7

51.0 43.2 33.9 32.0 42.0 54.4

46.0 40.5 35.3 35.8 41.4 49.1

Court 3

36.9 37.9 35.6 30.6 32.7 37.3 34.7 34.6

41.3 43.4 35.1 29.5 31.4 41.1 40.9 38.8

45.7 43.3 33.5 29.6 31.9 40.4 45.1 38.6

48.8 41.7 33.0 29.9 33.0 42.2 48.8 37.5

Court 4

32.0 33.3 33.2 32.2 33.3 33.1 30.5 29.9

28.5 30.0 31.0 33.2 33.3 30.1 27.5 26.6

27.5 28.8 30.3 33.3 33.3 29.1 26.7 25.6

29.1 30.5 31.4 33.1 33.4 30.6 27.9 27.1

Court 5

48.6 40.4 31.8 29.6 33.6 43.6 51.3 32.8

48.2 42.4 33.2 29.8 32.7 41.4 47.8 38.3

44.4 44.6 33.7 29.4 31.7 40.5 44.2 38.6

40.3 41.9 35.8 29.7 31.5 40.4 39.0 37.9

Court 6

3020100
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Luminaire Schedule
Symbol Qty Label LLF Description Lum. Lumens

8 AF-550-4-57 0.950 All Field 550, NEMA 4, 5700K 66354
4 AF-550-3-57 0.950 All Field 550, NEMA 3, 5700K 66177
12 AF-550-2-57 0.950 All Field 550, NEMA 2, 5700K 64999

Calculation Summary
Label CalcType Units Avg Max Min Avg/Min Max/Min
Court 1 Illuminance Fc 41.87 56.3 31.4 1.33 1.79
Court 2 Illuminance Fc 34.47 37.7 30.1 1.15 1.25
Court 3 Illuminance Fc 41.88 54.7 31.6 1.33 1.73
Court 4 Illuminance Fc 37.65 48.8 29.5 1.28 1.65
Court 5 Illuminance Fc 30.48 33.4 25.6 1.19 1.30
Court 6 Illuminance Fc 38.41 51.3 29.4 1.31 1.74
Extended Calc Illuminance Fc 13.10 57.2 0.3 43.67 190.67

Lighting Specification:
-

 Specified Requirements

Illumination Level (FC) Uniformity (Max/Min)

Tennis Horizontal illumination 30 2.5
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Luminaire Schedule
Symbol Qty Label LLF Description Lum. Lumens

8 AF-550-4-57 0.950 All Field 550, NEMA 4, 5700K 66354
4 AF-550-3-57 0.950 All Field 550, NEMA 3, 5700K 66177
12 AF-550-2-57 0.950 All Field 550, NEMA 2, 5700K 64999

Calculation Summary
Label CalcType Units Avg Max Min Avg/Min Max/Min
Court 1 Illuminance Fc 41.87 56.3 31.4 1.33 1.79
Court 2 Illuminance Fc 34.47 37.7 30.1 1.15 1.25
Court 3 Illuminance Fc 41.88 54.7 31.6 1.33 1.73
Court 4 Illuminance Fc 37.65 48.8 29.5 1.28 1.65
Court 5 Illuminance Fc 30.48 33.4 25.6 1.19 1.30
Court 6 Illuminance Fc 38.41 51.3 29.4 1.31 1.74
Extended Calc Illuminance Fc 13.10 57.2 0.3 43.67 190.67
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