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Luminaire Schedule

Symbol Qty Label [MANUFAC] Description LLF Luminaire

Lumens

Luminaire

Watts

Total

Watts

Mounting

Height

8 XG1 Holophane AWDE3 P30 30K XXXX AL5LU 0.850 7376 61 488 16

20 XG2 Holophane HLBOLED P30 30K xxxxx LS5 ACS 0.850 1025 25 500 4

4 XG5 LIGMAN VK-30004-T3-W30 0.850 6107 51.8 207.2 18

Calculation Summary

Label CalcType Units Avg Max Min Avg/Min Max/Min

Site Illuminance Fc 0.72 4.9 0.0 N.A. N.A.
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GENERAL NOTES

1. NO ALTERATIONS OR MODIFICATIONS SHALL BE MADE TO THIS PLAN WITHOUT THE

PERMISSION OF GWEN GROSSMAN LIGHTING DESIGN.

2. THE OUTPUT ON THIS PHOTOMETRIC LAYOUT IS SPECIFIC TO THE MANUFACTURER

AND CATALOG NUMBERS LISTED IN THE LUMINAIRE SCHEDULE. SUBSTITUTIONS OR

DEVIATIONS FROM THIS PLAN MAY INCUR SIGNIFICANTLY DIFFERENT RESULTS.

3. FIELD DEVIATIONS MAY SIGNIFICANTLY AFFECT PREDICTED PERFORMANCE. PRIOR

TO INSTALLATION, CRITICAL PROJECT INFORMATION (LUMINAIRE HEIGHTS, SITE

VARIANCES, ETC.) SHALL BE COORDINATED WITH CONTRACTOR AND DESIGNERS.

4. LUMINAIRE DATA IS TESTED TO INDUSTRY STANDARDS UNDER LABORATORY

CONDITIONS BY OTHERS. OPERATING VOLTAGE AND NORMAL MANUFACTURING

TOLERANCES OF LAMP, DRIVER AND LUMINAIRE MAY AFFECT FIELD RESULTS.

5. CONFORMANCE TO FACILITY CODE AND OTHER LOCAL REQUIREMENTS IS THE

RESPONSIBILITY OF THE OWNER AND/OR OWNER'S REPRESENTATIVE.

6. CHECK GRAPHIC SCALE. DOCUMENTS PRINTED OR PLOTTED FROM ELECTRONIC

FILES MAY INCUR OTHER THAN DESIRED OR ASSUMED GRAPHIC SCALES. IT IS THE

RESPONSIBILITY OF THE RECIPIENT TO VERIFY THAT THE PRINTED DRAWINGS ARE

TO SCALE.

LUMINAIRE SCHEDULE NOTES

 1.ONLY LUMINAIRES WITH DOWNLIGHT OPTICS INCLUDED IN FOOTCANDLE CALCULATIONS.

LUMINAIRES WHICH ILLUMINATE THE BUILDING, OR LANDSCAPE ELEMENTS ARE NOT INCLUDED

(TYPE XG3, XG6, XG7, XG9) .
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75% DESIGN DEVELOPMENT 02/27/2025

100% DD / GMP 04/03/2025

PLANNING AND ZONING RESUBMITTAL 05/06/2025

Description Value Unit

Total proposed external lumens 103,936  Lumens

Total square footage of area to be illuminated. 61,363  Square Feet

Fixture # Description Value Unit

i) Type of Fixture (i.e. Pole, Wall Mounted) Pole XG1

ii) manufacturer and model number(s)
 Holophane AWDE3-P30-30K-MVOLT-CLF-AL5LU-BK-ST-BK / 

POLE: HLA-12'-F4C-10D-C03-BK-AB-31-4 

iii) Number of these Fixtures Shown 8  Fixtures

vi) Lamp source type (bulb type, i.e. high pressure sodium, 

LED) LED

v) Lumen output and wattage per Fixture 7376 / 61 Lumen/Wattage

vi) Mounting Height / Fixture Height 16  Feet

Fixture # Description Value Unit

i) Type of Fixture (i.e. Pole, Wall Mounted) Bollard XG2

ii) manufacturer and model number(s)
 Holophane  HLBOLED P30-30K-MVOLT-LS5-ACS-BK-FGE-

AB-31-4 

iii) Number of these Fixtures Shown 20  Fixtures

vi) Lamp source type (bulb type, i.e. high pressure sodium, 

LED) LED

v) Lumen output and wattage per Fixture 1025 / 25 Lumen/Wattage

vi) Mounting Height / Fixture Height 4 Feet

Fixture # Description Value Unit

i) Type of Fixture (i.e. Pole, Wall Mounted) Wall-mount XG5

ii) manufacturer and model number(s) Ligman  VEKTER 2 - VK-30004-T3, FINISH* VOLT*

iii) Number of these Fixtures Shown 4  Fixtures

vi) Lamp source type (bulb type, i.e. high pressure sodium, 

LED) LED

v) Lumen output and wattage per Fixture 6107 / 51.8 Lumen/Wattage

vi) Mounting Height / Fixture Height 18  Feet

Photometric Data Table

1

2

3
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