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PANEL : A 150 AMP MAIN CIRCUIT BREAKER

DESCRIPTION

/ 4

CKT. 

NO.
BRKR DESCRIPTION

PHASE

1P20 10

SECURITY SYSTEM COUNTERTOP RECEPS

3 1P20 GFI RECEPS

1P20 6

1P20 CONF ROOM RECEPS OPEN OFFICE RECEPS

11 1P20 CONF ROOM TABLE & TV OPEN OFFICE RECEPS

15 1P20 PRIVATE OFFICE COUNTERTOP RECEPS

13 1P20

17 1P20

BRKR
CKT.  

NO.

1 1P20 LIGHTING EWH-1,2 2P20 2

14

7 1P20 SECURITY SYSTEM GENERAL RECEPS 1P20 8

1P20 12

9

18
PRIVATE & OPEN OFFICE 

RECEPS
COPIER

1P20 16

5 1P20

OPEN OFFICE DESKS OPEN OFFICE RECEPS 1P20

19 1P20 OPEN OFFICE RECEPS DED RECEP 1P20 20

21 1P20 PRIVATE OFFICE RECEPS COUNTERTOP RECEPS 1P20 22

23 1P20 PRIVATE OFFICE RECEPS COPIER 1P20 24

25 1P20 REFRIGERATOR DED RECEP 1P20 26

27 1P20 MICROWAVE OPEN OFFICE RECEPS 1P20 28

29 1P20 COUNTERTOP RECEPS OPEN OFFICE RECEPS 1P20 30

MOUNTING: RECESSED VOLTAGE (LN):

1P20

RATING: EXISTING VOLTAGE (LL):

ENCLOSURE: NEMA 1 PHASE:

TOTAL PHASE A:

TOTAL PHASE B:

TOTAL PHASE C: 11150

8350

11220

FED FROM:

DEMAND VA:

DEMAND AMPS:

NOTES:

BASEMENT WIRE:

OPEN OFFICE 410

30720

85.2701936

FEEDER SIZE: EXISTING

LOCATION:

EWH-1 ELECTRIC WALL HEATER 4.8 1 - 208 1 E.C. 2

EWH-2 ELECTRIC WALL HEATER 4.8 1 - 208 1 E.C. 2

IWH-1
INSTANTANEOUS WATER 

HEATER
40 8.3 - 208 1 E.C. 1

HVAC/PLUMBING EQUIPMENT SCHEDULE

NO. DESCRIPTION FLA KW HP VOL PH CCT NO.

DISC.  

FURN  

BY

STARTER

CIRCUIT WIRING NOTE
TYPE BY

A-2-4 - - 2#12,#12GND,3/4"C

A-2-4 - - 2#12,#12GND,3/4"C

HVAC-1-3 - - 2#8,#10GND,3/4"C

NOTES:

1. Provide a 60A/2P 208V circuit breaker

2. Provide a 20A/2P 208V circuit breaker

NO. CAT. NO.

DAY-BRITE 2FGXG48L840-4-RS-UNV-DIM

COLUMBIA LCAT24-40MLG-EDU

LITHONIA 2BLT4-48L-ADP-EZ1-LP840

DAY-BRITE 2FGXG33L840-2-RS-UNV-DIM

COLUMBIA LCAT22-40MLG-EDU

LITHONIA 2BLT2-33L-ADP-EZ1-LP840

LIGHTOLIER 6RR; P6RDL20940MCCZ10U

PRESCOLITE LFR-6RD-M-20L40K8-MD-DM1/LFR-6RD-T-S/LFR-6RD-H

GOTHAM EVO6 40/20 AR LSS MD MVOLT GZ10

LEDALITE 2925L94035WW02DE1NNNW; WA-24

LITECONTROL 2L-W-ID-LPAD-2-02-SOF-C1-40K9-I125-D100-D01-1C-UNV

MARK 

ARCHITECTURAL 

LIGHTING

S2WID-LLP-2FT-MSL2-80CRI-40K-1500LMF-I80CRI-I40K-I1500LMF-SCT-NODIM-

FLL-MVOLT-WHTT

CHLORIDE ER46L-X-W-R

COMPASS CER

LITHONIA LQM-S-W-3-R-120/277-EL N

CHLORIDE CLUNW

COMPASS CU2

LITHONIA ELM4L

WHITE SUSPENDEDD 1 LED LED 2' VANITY FIXTURE UNV

WHITE RECESSEDC 1 LED LED 6" DOWNLIGHT UNV

INTERIOR LUMINAIRE SCHEDULE

TYPE
LAMPS

DESCRIPTION MFGR. CATALOG NUMBER VOLTAGE FINISH MOUNTING NOTE

A 1 LED
LED 2'X4' RECESSED 

TROFFER
UNV WHITE RECESSED

B 1 LED
LED 2'X2' RECESSED 

TROFFER
UNV WHITE RECESSED

EX 1 LED EXIT SIGN 120 WHITE CEILING

WHITE WALLEM 1 LED EMERGENCY LIGHTS 120

Notes:


